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SUITABLE FILL
(95% COMPACTION)

   PIPE

PIPE BEDDING

DETAIL NO.  SW - 03

BEDDING FOR 
REINFORCED 
CONCRETE PIPE

6" MIN #57 STONE

UNDISTURBED EARTH

MINIMUM DEPTH VARIES
DESIGN PER NCDOT STANDARDS

#57 STONE TO
SPRING LINE (IF
REQUIRED DUE
TO SOIL
CONDITIONS)

SLOPE TRENCH
TO OSHA STANDARDS


